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A. INSTALL 20 FT. BREAKAWAY PEDESTAL POLE WITH 5 FT. X 5 FT. X 5 IN.
, [ CONCRETE MAINTENANCE PAD, SIDE OF POLE MOUNTED LED TRAFFIC SIGNAL STATE OF MARYLAND
— HEADS, SIGNS AND POLE MOUNTED SIZE “G” CABINET WITH 2 CIRCUIT FLASHER DEPARTMENT OF TRANSPORTATION
LEVEL_/ AND CONTROLLER. SIGNS SHALL BE INSTALLED TO MAINTAIN 7 FT. UNDERSIGN STATE HIGHWAY ADMINISTRATION
GRABE HIB DETAIL CLEARANCE FROM ROADWAY. NOTE: INSTALL 2-2 IN. CONDUIT BENDS IN POLE BASE.
—_—— == == OFFICE OF TRAFFIC & SAFETY
NOT TO SCALE B. INSTALL 100 AMP EMBEDDED METERED SERVICE PEDESTAL. NOTE: INSTALL 1-4 TRAFFIC ENGINEERING DESIGN DIVISION
INCH AND 3-2 INCH CONDUIT BENDS IN BASE. CAP UNUSED BENDS. REDL INE NO. 1 MD 133 (0OLD COURT ROAD) WB AT
C. INSTALL 4 INCH SCHEDULE 80 RIGID PVC CONDUIT - BORED. STUB AT 6; ! . fl ! !) 1] 06/2013 . FAST OF PARK SCHOOL DRIVE
UTILITY POLE NO. 507142 FOR POWER FEED. %qu INSERT SHEET PIKESVILLE, MARYLAND
EOMETRIC LEGEN D. INSTALL 2 INCH SCHEDULE 80 RIGID PVC CONDUIT = TRENCHED. S — S— TRAFFIC SIGNAL PLAN
————————— EXISTING E. INSTALL 4 INCH SCHEDULE 80 RIGID PVC CONDUIT - BORED. STUB AT
PROPOSED UTILITY POLE NO. 507142 FOR PHONE DROP. SCALE 1=20' DATE __ JUNE_2013 CONTRACT NO. __ XY1375185
UTILITY LEGEND F. REMOVE EXISTING GROUND MOUNTED SIGNS AND SUPPORT. TEAW LEADER T
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